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GENERIC RISK ASSESSMENT

OPERATION

	SMOKE INHALATION FROM A FIRE


HAZARD(S)

	1
	SMOKE INHALATION

	
	

	
	

	
	

	
	

	
	


WHO MIGHT BE HARMED?

	1
	ALL OCCUPANTS OF THE BUILDING

	
	

	
	

	
	

	
	


RISK LEVEL PRIOR TO CONTROLS

Hazard potential x risk potential = risk level

	HAZARD POTENTIAL

	  1

SLIGHT
	2

SERIOUS
	3

MAJOR



	RISK POTENTIAL
	1

LOW
	VERY

LOW
	LOW
	MEDIUM



	
	2

MEDIUM
	LOW
	MEDIUM
	HIGH



	
	3

HIGH
	MEDIUM
	HIGH
	VERY 

HIGH


CONTROLS

	1
	KEEP FIRE ESCAPE ROUTES FREE FROM OBSTRUCTIONS

	2
	ENFORCE REGULAR FIRE DRILLS TO ENSURE EMPLOYEES ARE FAMILIAR WITH THEIR INDIVIDUAL ESCAPE ROUTES

	3
	INDUCT ALL NEW EMPLOYEES AND VISITORS IN THE FIRE EVACUATION PROCEDURES

	4
	ENSURE ALL MUSTER POINTS AND ESCAPE ROUTES ARE SIGNED

	5
	APPOINT A FIRE MARSHALL FOR EACH MUSTER POINT TO CO-ORDINATE, WITH THE FIRE BRIGADE, THE RE-ENTRY OF OCCUPANTS INTO THE BUILDING AFTER A FIRE ALARM

	6
	MAKE ALL EMPLOYEES AWARE OF THE NEED TO DROP TO THE FLOOR AND CRAWL TO THE NEAREST EXIT, IF CAUGHT IN THICK SMOKE

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	


RISK LEVEL AFTER CONTROL MEASURES IMPLEMENTED

	HAZARD POTENTIAL

	    1

SLIGHT
	2

SERIOUS
	3

MAJOR



	RISK POTENTIAL
	1

LOW
	VERY

LOW
	LOW
	MEDIUM



	
	2

MEDIUM
	LOW
	MEDIUM
	HIGH



	
	3

HIGH
	MEDIUM
	HIGH
	VERY 

HIGH


FURTHER CONTROLS

	
	

	
	

	
	


19 - smoke inhalation from a fire            Author-  Michael Glass
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